
          3M mini-SAS Cable   Test #2         10/4/2015  –  10/21/2015 

 

1. Room temperature test #2                                                                                                        

2. Liquid test #2 

3. Vapor test #2 
                                                                                                                                                                                                                                                    

                                                           1                              2                    3                    

 

 

Lifetime – green pen 

Impurities – brown pen 

Liquid level – yellow pen 

Water – black pen 

Temperature – magenta pen 

 

 

 

 



3M mini-SAS Cable   Test #1         9/18/2015  –  10/2/2015 

Test #1 (below)  -  the system had varies problems - it was the reason we decided to add more 

liquid and repeat the whole procedure (test#2) 

1. Room temperature test #1                                                                                                        

2. Liquid test #1 

3. Vapor test #1 

                                                                                                                                                                                                                                                    

                                                            1                                 2                                        3                    

 

 

Lifetime – green pen 

Impurities – brown pen 

Liquid level – yellow pen 

Water – black pen 

Temperature – magenta pen 

 


